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FIXING DETAIL MEASURES: INCH

H-H' INSIDE CORNER (OPEN JOINT)

I-I'  OUTSIDE CORNER (OPEN JOINT)

J-J' DOOR HEAD

K-K' DOOR JAMB

L-L" VENTILATION DROPPED CEILING

M-M' SIDE VENTILATION DROPPED CEILING

. ' A-A'" FACADE BASE
A B-B' PARAPET CAP
C-C' HORIZONTAL JOINT
D-D' VERTICAL JOINT
E-E' WINDOW SILL
Measurements in inches are approximate. Real measurements in mm.
The updated version of this present installation detail can be found on the PARKLEX PRODEMA web. F-F' WINDOW JAMB
Panel sizes and maximum distances in technical catalogue. G-G' WINDOW HEAD
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Measurements in inches are approximate. Real measurements in mm.

E
[ A B gypsum wall

3.1
32 ]

22

21

MM

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

IS

Water resistant barrier - by others

o

Steel backing plate - by others

(o2}

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness > 1/4" (6.4mm)

M mO|w >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

PARKLEX PRODEMA

www.parklexprodema.com

Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
EXPOSED SCREW FIXING ON ALUMINUM, . .
GRCLAD WITH BACKING PLATE Mikel Maritxalar 01/2024
PLAN# TITLE APPROVED BY PAGE
GRC1-01-A- A DETAIL A-A" // FACADE BASE Maialen Irastorza

2/18




Measurements in inches are approximate. Real measurements in mm.

gypsum wall

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

Water resistant barrier - by others

(&)

Steel backing plate - by others

o

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness = 1/4" (6.4mm)

MmOl >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Scale 1:2

Measures: inch

PRODUCT

SYSTEM

DRAWN BY DATE
EXPOSED SCREW FIXING ON ALUMINUM, . .
KL aB GRCLAD WITH BACKING PLATE Mikel Maritxalar 01/2024
www.parklexprodema.com PLAN# TITLE APPROVED BY PAGE
GRC1-01-A-B DETAIL B-B' // PARAPET CAP

Maialen Irastorza
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C

3.1

gypsum wall

3.2 J

21

22

Measurements in inches are approximate. Real measurements in mm.

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

Water resistant barrier - by others

o

Steel backing plate - by others

(o]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness = 1/4" (6.4mm)

MmO o >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Scale 1:2

Measures: inch

PARKLEX PRODEMA

www.parklexprodema.com

PRODUCT

GRCLAD

SYSTEM

EXPOSED SCREW FIXING ON ALUMINUM,

WITH BACKING PLATE

DRAWN BY

Mikel Maritxalar

DATE

01/2024

PLAN#

GRC1-01-A-C

TITLE

DETAIL C-C' // HORIZONTAL JOINT
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Maialen Irastorza
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gypsum wall

ACARERIR RN ARAA AN ___.ﬁtgr__

1 | GRCLAD

2 |Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 |Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

I

Water resistant barrier - by others

(9]

Steel backing plate - by others

(o]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness = 1/4" (6.4mm)

mm o o >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)
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Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDVa(T:EEBVXg()I(,L’\éGPOL,:-ﬁELUMINUM’ Mikel Maritxalar 01/2024
PARKLEX PRODEMA
APPROVED BY PAGE
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window frame
sill

1 | GRCLAD

2 |Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others
3 |Profiles
3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others
4 | Water resistant barrier - by others
Steel backing plate - by others

Vent. screen - by others

o

(o]

Required min. air chamber > 3/4" (20mm)
Circulation of air > 3/4" (20mm)
Expansion joint 1/4" - 3/8" (6-10mm)
Panel thickness > 1/4" (6.4mm)

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Mmoo o>

gypsum wall

Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch

PRODUCT SYSTEM DRAWN BY DATE

EXPOSED SCREW FIXING ON ALUMINUM,

GRCLAD WITH BACKING PLATE Mikel Maritxalar 01/2024

PARKLEX PRODEMA

www.parklexprodema.com PLAN# TITLE APPROVED BY PAGE
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1 | GRCLAD

2 | Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 |Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

4 | Water resistant barrier - by others

5 |Steel backing plate - by others

6 | Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

A
B
D | Expansion joint 1/4" - 3/8" (6-10mm)
E | Panel thickness > 1/4" (6.4mm)

F

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

] |

i
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Yl
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/]
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2

gypsum wall

{ | |window frame

< |

E \

i iR ——

Measurements in inches are approximate. Real measurements in mm. Scale 1:2

22

F D/2

3.1

jamb

Measures: inch

PRODUCT

GRCLAD

PARKLEX PRODEMA

SYSTEM

EXPOSED SCREW FIXING ON ALUMINUM,
WITH BACKING PLATE
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1 | GRCLAD

2 | Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 | Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

4 | Water resistant barrier - by others

5 | Steel backing plate - by others

6 | Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

A
B
D | Expansion joint 1/4" - 3/8" (6-10mm)
E | Panel thickness > 1/4" (6.4mm)

F

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)
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gypsum wall

{ | |window frame

J— (e s cae cme GES GEb GED GED GED GED GED GED GED GED GED GED G GED G G =S G = )

Measurements in inches are approximate. Real measurements in mm. Scale 1:2

22

3.1

jamb

21

Measures: inch

PRODUCT

GRCLAD

PARKLEX PRODEMA

SYSTEM

EXPOSED SCREW FIXING ON ALUMINUM,
WITH BACKING PLATE
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gypsum wall

3.1

32 _]

22

21

window frame
'

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

Water resistant barrier - by others

(S,

Steel backing plate - by others

o

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness > 1/4" (6.4mm)

mm o W >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

G head
Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDVa(T:EEBVng(II\I\éGPOLEﬁELUMINUM’ Mikel Maritxalar 01/2024
PA&%&E&J;&?&EH A PLAN# TITLE APPROVED BY PAGE
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gypsum wall

3.1
3.2 J

B o2l

3.6 window frame

jamb

Measurements in inches are approximate. Real measurements in mm. Scale 1:2

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

3.6 | Union profile - by others

Water resistant barrier - by others

o

Steel backing plate - by others

(o)

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air = 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

mimolm >

Panel thickness > 1/4" (6.4mm)

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Measures: inch

PARKLEX PRODEMA

www.parklexprodema.com

PRODUCT

GRCLAD

SYSTEM

EXPOSED SCREW FIXING ON ALUMINUM,
WITH BACKING PLATE

DRAWN BY

Mikel Maritxalar

DATE

01/2024

PLAN#
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TITLE
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1 | GRCLAD

2 |Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 |Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

4 | Water resistant barrier - by others

(9]

Steel backing plate - by others

(o]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

MmO o >

Panel thickness > 1/4" (6.4mm)

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

| O

===

N l

F
1 2.1
'Vy' r!A 3.1
iR
BRSNS RS -
L .y
.-;f NI = )
=~ A gypsum wall
.‘ I
Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDVa(T:EEBVXg()I(:\I\éGPOL":-ﬁELUMINUM’ Mikel Maritxalar 01/2024
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1 | GRCLAD

2 | Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 | Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

4 | Water resistant barrier - by others

o

Steel backing plate - by others

gypsum wall

—
6 |Vent. screen - by others
A | Required min. air chamber > 3/4" (20mm)
B | Circulation of air > 3/4" (20mm) ‘
D | Expansion joint 1/4" - 3/8" (6-10mm)
E | Panel thickness > 1/4" (6.4mm) ‘
F | Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm) ‘
A
’i},; |
- ’,l
---Ei i ‘
ll-—-.l'iirii — |
i \
- -!’/ A e i i =
N /77 |
N A7
.-’( |
= e o
1 4 5 2.2 3.1
Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDVa(T:EEBVXg}z(,I\:\éGPOL":-éLUMINUM’ Mikel Maritxalar 01/2024
PA&Wg.I;ﬂxmeﬁeggoEniMA PLAN# TITLE APPROVED BY PAGE
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gypsum wall

31

32 ]

22

21

door frame
head

I I

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

Water resistant barrier - by others

(&)

Steel backing plate - by others

o

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness > 1/4" (6.4mm)

MmOl w| >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Measures: inch

Measurements in inches are approximate. Real measurements in mm. Scale 1:2
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDV?ICT:EEBVX(;:QI(:\‘%GPOLE%LUMINUM’ Mikel Maritxalar 01/2024
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gypsum wall

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

3.6 | Union profile - by others

Water resistant barrier - by others

(&)

Steel backing plate - by others

(2]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness > 1/4" (6.4mm)

3.6

D/2 ’

door frame
head

MmO W >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

L —

Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
GRCLAD EXPOSEDva(T:EEBVXg}z(:\I\éGPOLE-ﬁELUMINUM’ Mikel Maritxalar 01/2024
PA&&%&&??WEH A PLAN# TITLE APPROVED BY PAGE
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1 | GRCLAD

2 | Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

3 |Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

4 | Water resistant barrier - by others

(&)

Steel backing plate - by others

(o2}

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

mimo o>

Panel thickness > 1/4" (6.4mm)

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Measurements in inches are approximate. Real measurements in mm.

gypsum wall

| door frame
i jamb

< |

‘ m

e b ==

— 3.3

Scale 1:2

22

31

F D/2

Measures: inch

PRODUCT
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PARKLEX PRODEMA

SYSTEM

EXPOSED SCREW FIXING ON ALUMINUM,
WITH BACKING PLATE
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1 | GRCLAD

2 | Screws
2.1 | Panel fastener metal
2.2 | Wall fixing screw - by others
3 |Profiles
3.1 | Aluminum J profile
3.2 | Aluminum HAT profile =
3.3 | Jamb profile - by others ‘ 1@]
3.4 | Sill profile - by others |
3.5 | Coronation profile - by others ‘ " \‘ ‘J
4 | Water resistant barrier - by others |
5 |Steel backing plate - by others ‘ ‘w‘ ‘w‘
6 |Vent. screen - by others \‘ ‘J
A | Required min. air chamber > 3/4" (20mm) rzg ‘ ‘\H\“
B | Circulation of air > 3/4" (20mm) £ | door frame
D | Expansion joint 1/4" - 3/8" (6-10mm) g ‘ “"‘ jamb —
E | Panel thickness > 1/4" (6.4mm) 3 I\
F | Distance from the screws to the panel ‘ g‘ \‘ ]
edges 3/4" - 1 1/2" (20-40mm) I
| L a
,,,,,, (o e s G GEb GED GED GED D GED GED GED GED GED GED GED I GED GED GED GED GED GED GHD GED GED D G GE» = G X I X ¥ T ¥ ¥
L/ N
21
R -E,-.!‘ﬂw
e N 7 1
R e 771 I
Emam (/s |
' g = / 1 4 5 22 31
Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
EXPOSED SCREW FIXING ON ALUMINUM, , ,
GRCLAD WITH BACKING PLATE Mikel Maritxalar 01/2024
PARKLEX PRODEMA
www.parklexprodema.com PLAN# TITLE APPROVED BY PAGE
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gypsum wall

1 | GRCLAD

2 |Screws

21

Panel fastener metal

22

Wall fixing screw - by others

3 |Profiles

3.1

Aluminum J profile

3.2

Aluminum HAT profile

3.3

Jamb profile - by others

34

Sill profile - by others

3.5

Coronation profile - by others

4 | Water resistant barrier - by others

o

Steel backing plate - by others

(o]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air > 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

Panel thickness > 1/4" (6.4mm)

mm o w >

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
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| =3
[ A B gypsum wall

GRCLAD

Screws

2.1 | Panel fastener metal

2.2 | Wall fixing screw - by others

Profiles

3.1 | Aluminum J profile

3.2 | Aluminum HAT profile

3.3 | Jamb profile - by others

3.4 | Sill profile - by others

3.5 | Coronation profile - by others

Water resistant barrier - by others

o

Steel backing plate - by others

(o]

Vent. screen - by others

Required min. air chamber > 3/4" (20mm)

Circulation of air = 3/4" (20mm)

Expansion joint 1/4" - 3/8" (6-10mm)

mim| o w >

Panel thickness > 1/4" (6.4mm)

Distance from the screws to the panel
edges 3/4" - 1 1/2" (20-40mm)

] I H ﬂ‘
B F
2.1 22 1 3.1 4 5
Measurements in inches are approximate. Real measurements in mm. Scale 1:2 Measures: inch
PRODUCT SYSTEM DRAWN BY DATE
EXPOSED SCREW FIXING ON ALUMINUM, . .
KL aB GRCLAD WITH BACKING PLATE Mikel Maritxalar 01/2024
www.parklexprodema.com PLAN# TITLE APPROVED BY PAGE
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